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Title2

Location:             T1 (REAR)
Sub-System:       TAGM, TAGH

Rear View

Note 1: Crate/Chassis Numenclature: Platform/Location-Rack-Position ( e.g., T1-1-TOP).

Note 2: An equal and corresponding number of Vertical Cable Managers are intalled on the rear of the racks.
            Numenclature: Type-Platform/Location-Rack-Front/Rear-A/B
            (e.g., VCM-T1-1-F-A  and VCM-T1-1-R-A, etc.)
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Sub-System:    TAGM              TAGM              TAG                     TAG               TAGH                                      
 
Function:      Splitter (2)      Splitter          

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16

V
er

tic
al

 C
ab

le
 M

an
ag

er

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16

V
er

tic
al

 C
ab

le
 M

an
ag

er

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16

V
er

tic
al

 C
ab

le
 M

an
ag

er

V
er

tic
al

 C
ab

le
 M

an
ag

er

1 2 3

Sub-System:     TAGM/TAGH         TAGH            TAGH                          
 
Function:                                           
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